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Penetration Firestop Replacement for Fire Barriers in 233-H

Savannah River Site

Aiken/Aiken/South Carolina

Several passive fire protection features in Building 233-H have deficiencies which could potentially degrade their performance in the event of a
fire. Approximately 90 firestops where identified as deficient and need to be replaced.
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